
Work Order (Bid Form)

WO/10010MC-2579/2Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

AUDITOR:

A.K. ROBINETTE

615.476.8766

BUILT 1961, LEAD SAFE WEATHERIZATION, CERTIFIED RRP PROVIDER REQUIRED.

TYPE:  MOBILE HOME

SF:720

NO BLOWER DOOR DUE TO CLIENT HAS COPD

ALL WORK TO COMPLY WITH TWFG.

CONTRACTOR TO FOLLOW APPLICABLE CITY (OR COUNTY) DEPARTMENT OF CODES AND BUILDING 

SAFETY REQUIREMENTS; 2006 INTERNATIONAL RESIDENTIAL CODE WITH LOCAL AMENDMENT, 

INCLUDING ISSUANCE OF PERMITS AND INSPECTIONS.

COMMENT

Company Name & License Number:

Contractor's Signature:

2579/RAudit Name:

CLIENT CONTACT INFORMATION

NA Applicant/Person of 
Record

CLIENT INFORMATION

CHEATHAM

10010MC-2579

Alt. Client ID:

Client Name: Address:

Client ID: JOELTON, TN   37080

NA 

AGENCY INFORMATION

Mid-Cumberland Community Action Agency (615) 742-1113

(615) 742-3911(PO Box 310) 233 Legends Drive

Agency Phone:Agency:

Email Address:

Fax:Address:

Lebanon, TN   37088
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Client Name:

Client ID: 10010MC-2579

Alt. Client ID: CHEATHAM

Work Order Name: WO/10010MC-2579/2

Work Order (Bid Form)

Version 8.6.0

DOE Weatherization Assistant

Report Run On: 9/28/2011

NA 



Measures

KOOL SEAL ROOF

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment KOOL SEAL. Home currently has 2 small roof leaks that will be repaired by 
applying this coating. This will allow new roof fiberglass to remain dry after 

installation.
Also to include reattachment and resealing of flashing where trailer addition 

meets trailer body.
Apply approx. 800 SF of kool seal to roof.  Includes labor cost.  Cool roof 
coatings must be bright white and must have reflectivity of at least 60%.  Must 

meet energy star guidelines.  Roof must be free and cleaned of any debris 
before applying.  Refer to Appendix A-Standards for Weatherization Materials 

and Tennessee Field Guide.

Components Inspected

#

1

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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New front door and frame.

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Front door frame is badly rotton to the point that approx 12" of the bottom of 
the leg frames are missing. New door and door frame is to be caulked and 

painted on the exterior with exterior rated paint, homeowner to select paint 
color. No glass allowed for this door unit other than a peep hole that is to be 

supplied and installed by contractor at homeowners discretion.

Components Inspected

#

2

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Rear exterior wall repair

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Top metal wall trim panel where exterior wall meets roofing section, size 

approx 1' tall x 30' wide is badly damaged exposing wall studs and fiberglass 
batts. Metal trim has been rolled up and crumpled to the point in this auditors 
opinion the panel cane not be straightened will need to be replaced for a 

professional appearance.

Components Inspected

#

3

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Seal off window hole #12

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Where window 12 would be located, homeowner has removed window and 
installed a piece of OSB plywood at the exterior surface over where window 

hole would be. It also has hole cut into this OSB panel with window AC unit 
installed. In another measure of this work order, the window AC units are to 

be replaced with a minimum of 2 new window heat pumps. If homeowner 
wants 1 of these new window units installed at this site then OSB is to be 

replaced with exterior pated plywood. New plywood is to be caulked, sealed, 
and painted. If the new heatpump unit is installed at another site then this osb 

panel is still to be replaced with exterior rated product and this new panel is 
still to be sealed, caulked, and painted with exterior rated paint.

Components Inspected

#

4

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Window glass repair window 20

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Lower window sash for window 20, just to the left of the front door, has 
broken in the past. The metal sash frame is still present but broken glass was 

completely removed. Replace glass in this sash.

Components Inspected

#

5

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Window replacement window 13

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Window 13 on the rear of the home also has a window AC unit installed at 
this location. This window AC unit has lost its support from the exterior and 

this has caused the window frame to fail. The exterior frame vertical side rails 
has given way and buckled in the center of the window allowing the center of 

these rails to move outward approx 6".
Remove window AC unit and replace window at this site.

Components Inspected

#

6

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Lighting [Other][7] LT1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Compact Fl. -13 Watt1 7EachLighting

Compact Fl. -13 Watt2 7EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Tank reinsulation to be done as called for in the TWFG.

Components Inspected

#

8

DWH Tank Insulation1 1EachInsulation

DWH Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Belly Fiberglass Loose

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment REPLACE ROTTED SUBFLOOR IN DR APP 4X4

Correct dryer venting to exterior that currently vents to crawl area.

Trailer belly is practially non-existant condition and new belly material, such as 
tyvek, will need to be installed.

Auditor noticed a number of holes in the subfloor that need to be sealed 

before new belly and blown fiberglass is to be installed, ie, where electrical 
wiring comes into home for panel box, plumbing penertrations etc.

Components Inspected

#

9

Floor Insulation -

Fbergls,Blwn

1 15BagInsulation

Floor Insulation -

Fbergls,Blwn

2 15BagLabor

Floor repair10 1EachMiscellaneous Su

New belly 

replacement/repair

20 1EachMiscellaneous Su

Dryer venting correction30 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Replace Heating [Electric]

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replacement is 2 window heat pump units with a total of 30 Kbtu's. These 
units are to be installed in locations to promote air distribution within client's 

home.
Manual J is to be completed by contractor, before installation to insure proper 

sizing of these units. 
Any, and all wiring costs for these new units is included in this measure. 

Home currently has a 100 amp service.

Components Inspected

#

10

Replacement elec 

furnace (not used)

1 1EachHeating Equipme

Replacement elec 

furnace (not used)

2 1EachLabor

Labor and meterials for 

wiring (2 window 

heatpumps)

3 2EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Roof Fiberglass Loose [Addition]

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Addition area on rear

Components Inspected

#

11

Roof Insulation -

Fbergls,Blwn

1 1BagInsulation

Roof Insulation -

Fbergls,Blwn

2 1BagLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Roof Fiberglass Loose

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Main body of home.

Components Inspected

#

12

Roof Insulation -

Fbergls,Blwn

1 10BagInsulation

Roof Insulation -

Fbergls,Blwn

2 10BagLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Client has a kerosene heater as a backup heat source. The home suffers 
frequent power outages per homeowner comments due to extemely remote 

location.

Components Inspected

#

13

CO monitor1 1EachHealth and Safety

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install 2 smoke detectors

Components Inspected

#

14

Smoke detector (+)10 2EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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